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 1 Notes on this Manual

1.2 Target Group

1.3 Symbols Used

1.1 Scope of Validity

This manual is an integral part of X1-Fit G4, It describes the assembly, 
installation, commissioning, maintenance and failure of the product. 
Please read it carefully before operating. 

This manual is for qualified electricians.�The tasks described in this 
manual can only be performed by qualified  electricians.

The following types of safety instructions and general information 
appear in this document as described below:

 

 

 Warning!
“Warning” indicates a hazardous situation which, if not 
avoided, could result in serious injury or death.

 

 

 Caution!
“Caution” indicates a hazardous situation which, if not 
avoided, could result in minor or moderate injury.

 

 

 
Danger!
“Danger” refers to a dangerous situation that, if not 
avoided, will result in a high level of risk such as serious 
injury or even death.

Notice!
“Notice” provides tips that are valuable for the optimal
operation of our product.

Note:  ”X1-Fit G4"Series refers to the energy storage inverter that 
supports grid-connected.
      “5.0" means 5.0kW.
        “W" means that Matebox cannot be connected externally, 
and "M" means that Mate box can be connected externally for EPS 
operation with full load.

Keep this manual available at any time.

X1-Fit -3.7-W

X1-Fit -3.7-M

X1-Fit -5.0-W

X1-Fit -5.0-M

X1-Fit -6.0-W

X1-Fit -6.0-M

X1-Fit -7.5-W

X1-Fit -7.5-M

X1-Fit -4.6-W

X1-Fit -4.6-M
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Safety

Caution!
Radiation may be harmful to health!
Do not stay for a long time and keep at least 20 cm away 
from the inverter.

Caution!
When the inverter is working, it is strictly forbidden to touch 
the shell. The temperature of the shell can�be high and there 
is a risk of scalding.

Danger!
Danger to life due to high voltages in the inverter!
The personnel responsible for the installation, electrical 
connection, debugging, maintenance and fault handling 
operation of this product need to be trained, master the 
correct operation method, have the corresponding 
electrician qualification and safety operation knowledge.

Warning!
Authorized service personnel must disconnect the AC and 
DC power supply of the inverter before performing any 
maintenance, cleaning or operation of any circuit connected 
to the inverter.

 Warning!
Risk of electric shock!

Warning!
 The inverter can not be operated when it is running.

Strictly follow relevant safety specifications for product installation 
and testing. During installation, operation or maintenance, please read 
carefully and follow the instructions and precautions on the inverter or 
user manual. If the operation is incorrect, it may cause personal and 
property losses. Please keep the user manual properly after use.

This inverter can only use the accessories sold and recommended by 
us, otherwise it may cause fire, electric shock or casualties.
Without the authorization of our company, you may not open the 
inverter cover or replace the inverter parts, otherwise the warranty 
promise of the inverter will be invalid.

The use and operation of the inverter must be carried out in 
accordance with the instructions in this manual, otherwise this 
protection will fail and the warranty of the inverter will also fail.
During working, the inverter surface temperature may exceed 60 , °C
please make sure the inverter cools down before touching, and make 
sure children can not touch.

AC power sources must be disconnected from the inverter for at least 
5 minutes before any wiring or electrical operation is performed on 
the inverter to ensure complete isolation of the inverter and avoid 
electric shock.      

Installation position should be away from wet environment and 
corrosive substances.

Use a multimeter (impedance at least 1 Mohm) to measure the voltage 
between the UDC+ and the UDC- to ensure that the inverter port is 
discharged below the safe voltage before starting operation (35 VDC).

Direct or indirect lightning strikes can cause failures. Surge is the 
main cause of lightning damage to most devices. Surge voltage 
may occur at AC output, especially in remote mountain areas 
where long distance cable is supplied.
       
Please consult professionals before installing SPDs.
       
 The external lightning protection device can reduce the in�uence of 
direct lightning strike, and the lightning protection device can release 
surge current to the earth.

If the building installed with external light protection device is far away 
from the inverter location, in order to protect the inverter from electrical 
and mechanical damage, the inverter should also install an external 
lightning protection equipment.

 2 Safety

2.1 Important Safety Instructions
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Safety

In order to protect the AC system, the level 2 surge protection 
equipment should be installed at the AC output, located between the 
inverter and the grid. Installation requirements must comply with 
IEC61643-21 standard.

 

Ø PE Connection and Leakage Current

Ÿ All inverter’s incorporate a certified internal Residual Current Monitoring
(RCM) in order to protect against possible electrocution and fire hazard in 
case of a malfunction in the cables or inverter. 
There are 2 trip thresholds for the RCM as required for certification
(IEC 62109-2:2011). 
The default value for electrocution protection is 30 mA, and for slow rising 
current is 300 mA.

Ÿ If an external RCD is required by local regulations, it is recommended to 
choose a Type-A RCD with the rating residual current of 300 mA. RCD of 
other specif�cations can also be used according to local standard.

The islanding effect means that when the power grid is cut off, the grid-
connected power generation system fails to detect the power outage and 
still supplies power to the power grid. This is very dangerous for the 
maintenance personnel and the power grid on the transmission line.

This inverter use active frequency offset method to prevent islanding effect.

Ø Anti-lslanding Effect

 

Warning!
High leakage Current!
Earth connection essential before connecting supply.

Ÿ A faulty ground connection can result in equipment failure, personal and 
death injuries, and electromagnetic interference.
Ÿ Ensure correct according to grounding to IEC62109 and conductor 
diameter according to STANDARD specification.
Ÿ Do not connect the grounding end of the equipment in series to prevent 
multi-point grounding.
Ÿ Electrical appliances must be installed in accordance with the wiring rules 
of each country.

This inverter should pair with high voltage battery, for the specif�c 
parameters such as battery type, nominal voltage and nominal capacity etc., 
please refer to section 4.2.

Please refer to the matching battery specif�cation for details.

Ø Battery Safety Instructions

For United Kingdom
Ÿ The installation that connects the equipment to the supply terminals shall 
comply with the requirements of BS 7671.
Ÿ All protective devices cannot be changed.
Ÿ User shall ensure that equipment is so installed, designed and operated to 
maintain at all times compliance with the requirements of ESQCR22(1)(a).
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Safety

2.2 Explanation of Symbols

This section gives an explanation of all the symbols shown on the inverter 
and on the type label.

The inverter can not be disposed together with the 
household waste. Disposal information can be found in the 
enclosed documentation.

Do not operate this inverter until it is isolated from battery 
and mains.

Danger to life due to high voltage. There is residual voltage 
existing in the inverter after powering off, which needs 5 min 
to discharge. Wait 5 min before you open the upper lid or 
the DC lid.

Beware of hot surface.
The inverter can become hot during operation. Avoid 
contact during operation.

Danger of high voltages.
Danger to life due to high voltages in the inverter!

Danger.
Risk of electric shock!

Symbols on the Inverter

Battery status

Operating Display

An error has occurred, please inform your installer immediately

Symbols

Symbols on the Type Label

Type Approved 

Safety 

Regular Production

Surveillance

www.tuv.com

ID 1111227431

TUV certified.

RCM remark.

CE mark.
The inverter complies with the requirements of the 
applicable CE guidelines.

UKCA mark.
The inverter complies with the requirements of the 
applicable UKCA guidelines.

UKNI mark.
The inverter complies with the requirements of the 
applicable UKNI guidelines.

Symbols



3 Introduction

3.1 Basic Features

3.2 Electrical Block Diagram of  The System

Introduction
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2.3 EC Directives

The assembly shall be installed in accordance with the statutory wiring 
rules. Install and configure the system in accordance with safety rules, 
including the use of specified wiring methods. The installation of the 
system can only be done by professional assemblers who are familiar 
with safety requirements and EMC. The assembler shall ensure that the 
system complies with the relevant national laws.

The interconnection of the individual components of the system shall be 
conducted in accordance with the wiring methods outlined in national and 
international guidelines, such as national Electrical Code (NFPA) No.70 or 
VDE Code 0107.

This chapter describes the requirements of the European low voltage 
regulations, including safety instructions and system licensing conditions, 
the user must comply with these regulations when installing, operating, and 
maintaining the inverter , otherwise it will cause personal injury or death, 
and the inverter will cause damage.

Please read the manual carefully when operating the inverter .If you do not 
understand "danger", "warning", "caution" and the description in the manual, 
please contact the manufacturer or service agent before installing and 
operating the inverter.

Grid-connected inverter comply with low voltage directive (LVD) 
2014/35/EU and Electromagnetic compatibility directive (EMC) 2014/30/EU. 
Detection of components is based on:
EN 62109-1:2010;  
EN 62109-2:2011;  
IEC 62109-1(ed.1);  
IEC 62109-2(ed.1);        
EN 61000-6-3:2007+A:2011;  
EN 61000-6-1:2007;  
EN 61000-6-2:2005;

The Series inverter is a high-quality inverter which can store energy into 
battery. 

The inverter can be used to optimize self consumption, store in the battery 
for future use or feed-in to public grid. Work mode depends on the battery 
and user's preference. It can provide power for emergency use during the 
grid lost by using the energy from battery.

The series inverter are designed to has four EPS(Off-grid) wiring 
schemes, customers can choose EPS(Off-grid) compatible parts Load 
and EPS(Off-grid) compatible with all load use.
There are different ways of wiring in different countries, one is to 
connect N line with PE line, the other is to separate the line from the PE 
line wiring, see below;

Diagram A: Neutral line and PE line are separated from each other, 
and the common load is connected to the EPS(Off-grid) port; (For 
most countries)

N
BAT

Battery

N-BAR for loadsN-BAR for EPS(Off-grid) loads

EPS(Off-grid) loads Loads

Inverter
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Grid EPS(Off-grid)
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RCD
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X1-Matebox
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Distribution Box
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Grid EPS
(Off-grid)
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Grid
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N-BAR for loads

N

Main Breaker

BAT

Inverter
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Diagram B: Neutral line and PE line are separated from each other, 
all loads connect to the EPS(Off-grid) port; (For most countries)

Diagram C: Neutral line and PE line are combined together, and the 
common load is connected to the EPS(Off-grid) port;(Apply to 
Australia)

X1-Matebox

CT

Distribution Box

Battery

Grid

E-BAR

Grid

Br
ea

ke
r

Loads

N-BAR for loads

Main Breaker

BAT

Inverter

EPS
(Off-grid)

N

PE

Diagram D: Neutral line and PE line are combined together, all loads 
connect to the EPS(Off-grid) port; (Apply to Australia)

Notice!
Ÿ When power cuts suddenly, the inverter connects the 
N line of EPS(Off-grid) load with the ground through 
relay, providing a fixed zero potential for EPS(Off-grid) 
load and ensuring the safety of electricity use by users.

Ÿ Please control the inverter load and make sure it is 
"output value" in "within " EPS(Off-grid) mode, otherwise 
the inverter will stop and alarm overload fault".

Ÿ Please confirm with the grid operator whether there 
are special regulations for grid connection.           

N
BAT

Battery

N-BAR for loadsN-BAR for EPS(Off-grid) loads

EPS(Off-grid) loads Loads

Inverter

E-BAR

RCD
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GridBreaker

Grid EPS(Off-grid)
Main Breaker/RCD
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r
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X1-Matebox is a convenient wiring and accessory that can realize EPS 
full load. For more information, please refer to X1-Matebox. If you need 
to buy X1-Matebox, please contact us.



3.3 Work Modes
This inverter, can be based on different needs, there are a variety of models.

Self Use
The self-use mode is suitable for areas with low feed-in 
subsidies and high electricity prices.
① When the power of PV is sufficient               
Active Charge or Discharge time period: PV will power the 
loads firstly, and surplus power will charge to the battery.
If the battery is fully charged, then sell the surplus power to 
the grid;(The inverter will limit the output if Feed-in limit or 
zero feed-in is needed)  
(PV＞Load, PV →Load→Battery → Grid)          
② When the power of PV is insufficient            
Active Charge time period: PV will power the loads firstly ,
the remaining power will be taken from the grid, the battery 
will not discharge at this time.
(PV＜Load, PV + Grid → Load) 
Active Discharge time period: PV+BAT will power the loads 
together. If the power is still not enough, the remaining 
power will be taken from the grid.  
(PV＜Load, PV + Battery + Grid → Load) 
③ Without PV power                                      
Active Charging time period: The grid supplies the loads 
and also can charge the battery;                                      
(PV=0, Grid → Load + Battery)
Active Discharge time period: The battery will power the 
home loads firstly. If the battery power is not enough ,the 
remaining power will be taken from the grid. The inverter 
will enter into the standby state.        
(PV=0, Battery+Grid → Load )  
Battery min SOC can be set:10%-100%
Charge battery  to min SOC can be set:10%-100%

Feed-in priority

① When the power of PV is sufficient
PV will power the loads firstly, and surplus power 
will charge to the battery.
(PV＞Load, PV → Load → Battery)      
② When the power of PV is insufficient
The remaining power will be taken from the battery.
(PV＜Load, PV →  Load)
③ Without PV power
The battery will power the emergency loads until 
the battery reached the min SOC, then the inverter 
will enter an idle mode.
(PV=0, Battery → Load)
EPS(off-grid) SOC-min condition is adjustable within
the range of 10%-25%; 

EPS(Off-grid) 

Backup mode

The back-up mode is suitable for areas with 
frequent power outages.
Same working logic with “Self-use” mode. This 
mode will maintain the battery capacity at a 
relatively high level, to ensure that the 
emergency loads can be used when the grid 
is off. Customers no need to worry about the 
battery capacity.
Battery min SOC can be set: 30%-100%.
Charge battery  to min SOC can be set: 30%-100%.
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①

②

③

 

①

②

③

①

②

①

②

①

②

①

②

③

①

②

③

The Feed-in priority mode is suitable for areas with high 
feed-in subsidies, but has feed-in power limitation.
① When the power of PV is sufficient��                   
Active Charge time period: First, PV supply power to 
the load, then charge the battery to the set capacity, 
and then sell the power to the grid. If the local grid 
company limits the grid-connected power of the inverter, 
the excess energy continues to charge the battery.                       
(PV＞Load, PV → Load → Battery→ Grid → Battery)  
Active Discharge time period:�PV will power the loads firstly,
and surplus power will feed-in to the grid. 
(PV＞Load, PV → Load → Grid )
② When the power of PV is insufficient            
Active Charge time period: PV will power the loads firstly, 
the remaining power will be taken from the grid. The battery 
will not discharge.                                        
(PV＜Load, PV + Grid → Load)  
Discharge time period: PV+BAT will power the loads together. 
If the power is still not enough, the remaining power will be 
taken from the grid.   
(PV＜Load, PV + Battery + Grid → Load)
        

③ Without PV power���                                   
Active Charge time period: The grid will power 
the home loads and also charge the battery;  
(PV=0, Grid → Load +Battery)   
Active Discharge time period: The battery will 
power the home loads firstly. If the battery power 
is not enough, the remaining power will be taken 
from the grid. The inverter will enter into the 
standby state.
(PV=0, Battery+Grid → Load) 
Battery min SOC can be set:10%-100%
Charge battery  to min SOC can be set:10%-100%                                     
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In case of power failure, the system will power 
EPS loads through PV and battery.
(Battery must be installed, and EPS loads shall not 
exceed battery's max. output power.)

Notice: In the case of grid connection, all working modes work normally when the 
battery SOC >5%. When the battery charge rate is below 5%, the PV or Grid will first 
charge the battery SOC�11%, and then return to the working mode selected by the user.



Qualif�ed electrician required for the installation.

Warning!

3.5 Terminals of Inverter

3.4 Dimension

IntroductionIntroduction
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482 mm

41
7 

m
m

181 mm

Object

A

B

C

D

E

F

G

H

I

Battery connection port

Meter/CT Port

Communication port for parallel operation

Load/EPS Output

Communications/ LCD external screen ports

DRM Port(only for Australia)

USB port for upgrading/External monitoring connection port

Description

Battery communication

 Ground connection port

G

A B C D E

KI

F

 ON

 OFF

PV 1 PV 2 BMS 
  

CAN

DRM
  

Meter/CT 
  

COM/LCD
  

Upgrade/Dongle

H
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4  Technical Data
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4.1   AC Output/Input

4.2 Battery

 4.4 EPS(Off-grid) Output

 4.3 Efficiency, Safety and Protection

Rated AC voltage [V]

Rated grid frequency [Hz]

Displacement power factor

Total harmonic distortion(THDi)

Model
X1-Fit-3.7-W

X1-Fit-3.7-M

X1-Fit-5.0-W

X1-Fit-5.0-M

3680

3680

AC Output

50/60

AC Input

7360

3680

9200

5000

50/60

220/230/240 (180 to 270)

0.8 leading...0.8 lagging

< 2%

220/230/240 (180 to 270)

0.8 leading...0.8 lagging

Max. apparent power [VA]

Rated AC power [W]

Rated grid voltage(range)[V]

Rated grid frequency [Hz]

Max. AC current [A]

Displacement power factor

X1-Fit-6.0-W

X1-Fit-6.0-M

6000

6600

9200 

6000

404032

X1-Fit-7.5-W

X1-Fit-7.5-M

7500

7500

9200 

7500

40

32.628.616

Max. apparent AC 
power [ VA]

Nominal AC power [ VA]

Max. AC current [A]

X1-Fit-4.6-W

X1-Fit-4.6-M

4999
(Germany 4600)

9200

4600

21.7
(Germany 20)

40

Battery type

Battery Full Voltage [V]

Maximum charge/discharge flow [A]

Communication interface

Reverse connection protection

Lithium batteries

80-480

30A

CAN/RS485

Yes

Model
X1-Fit -3.7-W
X1-Fit -3.7-M

X1-Fit -5.0-W
X1-Fit -5.0-M

X1-Fit -6.0-W
X1-Fit -6.0-M

X1-Fit -7.5-W
X1-Fit -7.5-M

X1-Fit -4.6-W
X1-Fit -4.6-M

Integrated(TypeIII)

               YES

                YES

                YES

                YES

                YES

                YES

                YES

                YES

Model
X1-Fit -3.7-W

X1-Fit -3.7-M

X1-Fit -5.0-W

X1-Fit -5.0-M

97.0% 97.0%
Max. battery charge efficiency
 (AC to BAT )(@ full load)

 Max. battery discharge efficiency
 (BAT to AC)(@ full load) 97.0% 97.0%

X1-Fit -6.0-W

X1-Fit -6.0-M

97.0%

97.0%

X1-Fit -7.5-W

X1-Fit -7.5-M

97.0%

97.0%

Security & Protection

AC SPD Protection

Over/under voltage protection

Grid protection

DC injection monitoring

Back feed current monitoring

Residual current detection

Anti-islanding protection

Overload protection

Overheat protection

X1-Fit -4.6-W

X1-Fit -4.6-M

97.0%

97.0%

 EPS rated power [VA]

 EPS rated voltage [V]

 Frequency [Hz]

 EPS rated current [A]

 EPS Peak Power [VA]

 Switching time [ms]

 Total harmonic distortion (THDv)

Model
X1-Fit -3.7-W

X1-Fit -3.7-M

X1-Fit -5.0-W

X1-Fit -5.0-M

3680

16

5000

21.7

230VAC

50/60

internal switch<10,external switch＜100

<2%

X1-Fit -6.0-W

X1-Fit -6.0-M

6000

26.1

X1-Fit -7.5-W

X1-Fit -7.5-M

7500

32.6

100%rated120%rated,3600s120%rated,3600s 120%rated,600s

X1-Fit -4.6-W

X1-Fit -4.6-M

4600

21.7

120%rated,3600s

5000 (Germany
4600, AU 4999)

5500 (Germany
4600, AU 4999)

23.9 (Germany
20, AU 21.7)
 

4600



 5 Installation

5.2 Packing List

5.1 Check for Transport Damage

InstallationTechnical Data
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Ensure that the inverter is in good condition via transportation. If there is 
any visible damage such as cracks, please contact the dealer immediately.

Open the package and check the materials and accessories according to 
the following list.

3.5 Generic Data

B

F

N

J

C

G

O

KK

A

E

I

M

D

H

P

L

Dimensions [W/H/D](mm)

Packing size [W/H/D](mm)

Net weight [kg] 

Gross weight [kg]

Heat dissipation treatment

Noise emission(typical)[dB]

Storage temperature range [ ]°C

Operating temperature range[ ]°C

Humidity [%]

Altitude [m]

Protection level

Security level

Night consumption

Overvoltage category

Pollution Degree

Installation mode 

Inverter Topology

Communication interface

Model

Natural Cooling

<30

-40~+65

-35~+60 (derating at 45)

0%~100% (no condensation)

<3000

IP65

I

<3W

X1-Fit -3.7-W

X1-Fit -3.7-M

X1-Fit -5.0-W

X1-Fit -5.0-M

III (MAINS),II (Battery)

III

Wall mounted

Transformerless

 Meter/CT, external control RS485, indoor LCD, Pocket series, DRM, USB,CAN

23 23

482*417*181

590*530*315

27 27

X1-Fit -6.0-W

X1-Fit -6.0-M

23

27

X1-Fit -7.5-W

X1-Fit -7.5-M

23

28

Smart Cooling

<45

X1-Fit -4.6-W

X1-Fit -4.6-M

23

27



 5.3 Installation Precautions

InstallationInstallation
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 No direct sunlight No rain exposure  No snow lay up

Stay away from 
antenna cables

Snow lay upRain exposureDirect sunlightStay away from 
combustibles

The protection level of this inverter is IP 65, so that the inverter can be 
installed outdoors.
Check the installation environment and pay attention to the following 
conditions when installing:
Ÿ Do not expose to strong light.
Ÿ Do not touch flammable building materials.
Ÿ Do not approach flammable and explosive gases or liquids (e.g. where 
chemicals are stored).
Ÿ Do not touch cold air directly.
Ÿ Do not approach TV antenna or cable.
Ÿ Do not place in areas above 3000 meters above sea level.
Ÿ Do not install in precipitation or high humidity, which may cause 
corrosion or damage Internal devices.
Ÿ Keep the system out of reach of children.
If the inverter is installed in a narrow area, be sure to reserve appropriate 
space for heat dissipation.
 The ambient temperature of the installation site is -35 ~60 .°C °C
 The maximum angle range of wall tilt ±5°.
 Avoid direct sunlight, rain and snow weather.

Note: “ J” , “ K” , “ L”, ”M“ and ” N“ accessories are not contained in the accessory package �
of M version inverter, but contained in X1-Matebox.
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Description

1

 5-6 mm² European terminal

Number Quantity

Bracket

 Waterproof connector with RJ45 (COM/BMS/DRM/CT)

 8-10 mm² European terminal

 (Expansion bolt, Gasket, Self-tapping bolt)*3

 Battery connection terminal(positive*1, negative*1  ) 

N

O

 OT terminal(inverter grounding)

P

3

1

2

C

☆

M☆

F

☆

E

☆

M5 inner hexagon bolt

RJ45 terminal

G

☆

2

1

1

1

L

1 CT 2 Kit ( optional )

WiFi Dongle

Meter ( optional ) 
CT

Inverter

Waterproof shield

/ Documents
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Type

 Tool equipment

Name Image Name Image

 
Safety 
gloves

Safety 
shoes

Individual
Protection
Tool

5.4 Tool preparation
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Type

M
ac

hi
ne

 In
st

al
la

tio
n 

To
ol

s
 Tool equipment

Bit Φ10

Name Image

Hammer
drill

 Socket 
wrench set

 (Hexagon)

Torque 
screwdriver

Name Image

Utility knife

Diagonal
pliers

Multifunction 
terminal 
crimping 
tool (RJ45)

Multimeter

Marker

 Tape 
measure

Protective 
glasses

Dustproof
Cover

Individual
 Protection
 Tools

 Rubber
 hammer

OT 
terminals
press clamp

 

0.5 mm²~6 mm²

European 
terminal 
crimping 
tool

Hexagon 
keys

Spirit level

Crimping 
Tool

 Crosshead M5

DC Voltage 
Range ≥1100 V DC

 

Diagonal 
pliers

Type

Equipment
Preparation

Name RequirementImage

Cable 
Preparation

Breaker

EPS(Off-grid) 
end wire

Grid end 
wire

 Communi-
 cation lines

PE Cable

 Battery
 Cable

 Double Core Cables

Triple Core Cables

 Twisted pair with shield

 Conventional wire

 Conventional wire

Grid port and EPS(Off-grid) port wiring 
section
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 5.5.3 Installation Space Requirements5.5 Installation Site Conditions

 5.5.1 Installation Carrier Requirements

5.5.2 Installation Requirements

26 27

300 mm
300 mm
300 mm
500 mm

Position Min Distance
Left
Right
Up
Down

Reserved space dimensions of installation

≥300 mm

≥500 mm

≥300 mm≥300 mm

Do not install the inverter near flammable materials.
Please install the inverter on a solid object that can withstand the weight 
requirements of the inverter and energy storage system.
Please be careful not to install the inverter in the plasterboard wall or similar 
to the residential places with poor sound insulation ,so as not to work with 
noise and interfere with the residents  life in the morning.

Install the inverter at a maximum back tilt of 5 degrees, the inverter can not 
be tilted forward, inverted, excessive back tilted or side tilted.

Reserve enough space when installing inverter (at least 300 mm) for heat 
dissipation.

For multi-inverter installation scenarios, the inline installation method is 
recommended; when the space is insufficient, the recommended method 
of installation in the form of "products"; it is not recommended to install 
multiple inverters in stacks. If you choose stack installation, please refer to 
the installation separation distance below.

≤5°

≥300 mm ≥300mm ≥300 mm

≥300 mm≥300 mm≥300 mm

≥1000 mm ≥1000 mm

≥500 mm≥500 mm

≥300 mm≥300 mm
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Ø Step 2: Hang the inverter on the bracket

c) 
Expansion bolt Rubber hammer

5.6 Mounting

Ø Preparation

Ø  Step 1: Fix the wall bracket to the wall

Please prepare the following tools before installation.

Installation tools: screwdriver, wrench, Φ10 drill, rubber hammer, socket 
wrench set, hexagon keys and spirit level. 

a) Draw drilling holes as per the bracket's hole locations by a marker, 
and ensure that the two top holes lie on the same straight line by spirit 
level.

b) Drill holes at marked spots at depth of 80 mm.

Expansion bolts, Gasket, Tapping screws Bracket

28 29a)

Regarding the installation of M-series inverter, please refer to the X1-
Matebox Quick Installation Guide. 

b) 
Φ10 Drill
 (Depth: 80 mm)

80 mm

First find the expansion screw and the wall bracket in the accessory bag, as 
shown below:

c) Insert expansion bolt into the holes, use rubber hammer to knock the 
expansion screw bolt into the wall;
d) The bracket is aligned with the screw and use the outer hexagonal 
wrench to screw the tapping screw until the expansion bolt "bang" is heard.

 Self-tapping
 screw

Gasket

d)

Outer hexagon wrench



Electrical Connections

6 Electrical ConnectionsØ Step 3: Tighten the inverter and bracket

Installation
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 e) Hang the buckle on the inverter to the corresponding position of the 
backplane;
 f ) Use the inner hexagonal wrench to tighten the inner hexagonal screw on 
the right side of the inverter.

f )

Inner hexagonal wrench
 (Torque :1.2±0.1 N· m)

e)

Grid Cable and Micro-breaker recommended

EPS Cable and Micro-breaker recommended

Cable (copper)

Micro-Breaker

X1-Fit-3.7-M

3-4 mm²

25 A

X1-Fit-5.0-M

4-6 mm²

32 A

X1-Fit-6.0-M

4-6 mm²

32 A

X1-Fit-7.5-M

6-8 mm²

40 A

Model

Cable (copper)

Micro-Breaker

Model X1-Fit-6.0-W

50 A

8-10 mm²

X1-Fit-5.0-W

8-10 mm²

50 A

X1-Fit-3.7-W

6-8 mm²

40 A

X1-Fit-7.5-W

50 A

8-10 mm²

Figure: Wrong connection of load and inverter

Ø Grid port connection

6.1 Grid Port and EPS(Off-grid) Output Connection

The series inverter are single-phase inverter. Suitable for rated voltage 
220/230/240 V, frequency 50/60 Hz. For more technical requirements, please 
consult the requirements of the local public grid.

The circuit breaker should be installed between the inverter and the mains, 
and the load should not be directly connected to the inverter.

X1-Fit-4.6-W

8-10 mm²

50 A

X1-Fit-4.6-M

4-6 mm²

32 A

Cable (copper)

Micro-Breaker

Model
X1-Fit-3.7-M

3-4 mm²

25 A

X1-Fit-3.7-W

4-6 mm²

X1-Fit-5.0-M

32 A

X1-Fit-5.0-W

4-6 mm²

X1-Fit-6.0-M

32 A

X1-Fit-6.0-W

6-8 mm²

X1-Fit-7.5-M

40 A

X1-Fit-7.5-W

4-6 mm²

X1-Fit-4.6-M

32 A

X1-Fit-4.6-W
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 Ø EPS(Off-grid) wiring diagram

6.2 EPS(Off-grid) Block Diagram
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X1-Matebox

CT

Distribution  Box

Battery

Grid

E-BAR

Grid

Br
ea

ke
r

Loads

N-BAR for loads

N

Main Breaker

BAT

Inverter

PE

EPS
(Off-grid)

N
BAT

Battery

N-BAR for loadsN-BAR for EPS(Off-grid) loads

EPS(Off-grid) loads Loads

Inverter

E-BAR

RCD

Breaker

GridBreaker

Grid EPS(Off-grid)
Main Breaker/RCD

Br
ea

ke
r

Br
ea

ke
r

CT

CT

Br
ea

ke
r

RCD

The series inverter has an EPS(Off-grid) function. When the grid is 
connected, the inverter outputs go through the Grid port, and when the 
grid is disconnected, the inverter outputs go through the EPS(Off-grid) port.
The EPS(Off-grid) function can be connected to part of the load, and it can 
also be used to connect to all loads. Please refer to the following diagram for 
the wiring .
To be compatible with all loads, you will need an addition a accessory. If you 
need a solution, please contact our sales.

Diagram A: Neutral line and PE line are separated from each other, and 
the common load is connected to the EPS(Off-grid) port; (For most 
countries)

Diagram B: Neutral line and PE line are separated from each other, 
all loads connect to the EPS(Off-grid) port; (For most countries)

Diagram C: Neutral line and PE line are combined together, and the 
common load is connected to the EPS(Off-grid) port; (Apply to 
Australia)

N
BAT

Battery

N-BAR for loadsN-BAR for EPS(Off-grid) loads

EPS(Off-grid) loads Loads

E-BAR

RCD

Breaker

GridBreaker

Grid EPS(Off-grid)
Main Breaker

Br
ea

ke
r

Br
ea

ke
r

CT

CT

Br
ea

ke
r

PE

RCD

Inverter

For to different local wiring rules, please refer to the diagram below.
Please select the appropriate wiring method according to local wiring rules.



Ø EPS(Off-grid) load requirements

The following table shows some common loads for your reference.

Notice: Please check with the manufacturer for high-power inductive loads.

Content
Power

Start Rated

Common
 equipment

Instance

Resistive load

Inductive load

X 1 X 1

X 3~5 X 2

Start Rated

100 VA
   (W)

100 VA
   (W)

450 - 750
VA(W) 

300 VA
   (W)

Equipment

Fan Fridge Fridge

150 W

Incandescent
lamp

Incandescent
lamp

100 W

Electrical Connections Electrical Connections

34 35

Diagram D: Neutral line and PE line are combined together, all loads 
connect to the EPS(Off-grid) port; (Apply to Australia)

X1-Matebox is a convenient wiring and accessory that can realize 
EPS(Off-grid) full load. For more information, please refer to X1-Matebox. 
If you need to buy X1-Matebox, please contact us.

In full load scheme Diagram B and Diagram D, set 
"Matebox" to "Enable" under Settings;
The Australian customer must shorten the N lines of the 
Grid and the EPS(Off-grid) in the X1-Matebox.
If your local wiring method does not follow the above 
operation guide, especially the neutral wire, ground wire, 
RCD wire, please contact our company before operation.

Notice!

Warning!
Ensure that the EPS(Off-grid) load rated power is within the 
EPS(Off-grid) rated output power range, otherwise, the  
inverter will report an “overload” warning.

When “overload” occurs, adjust the load power to make sure it 
is within the EPS(Off-grid) rated output power range, and the 
inverter will  automatically return to normal.

For non-linear loads, ensure that the inrush current power is 
within the EPS(Off-grid) rated output power range.
When the configuration current is less than the maximum DC 
input current, the capacity and voltage of lithium battery and 
lead acid battery will decrease linearly.

X1-Matebox

CT

Distribution Box

Battery

Grid EPS
(Off-grid)

E-BAR

Grid

Br
ea

ke
r

Loads

N-BAR for loads

Main Breaker

BAT

Inverter



Grid

EPS(Off-grid)

L₂=12 mm
L2

Diagonal plier

Crimping Tool

Electrical Connections Electrical Connections

Grid

EPS(Off-grid)

Ø Grid and EPS(Off-grid) connection steps

Connection requirements

36 37

Step 3. Remove the 12 mm insulation layer at the end of the wire. Insert the 
European-style terminals respectively, and make sure that the stripped ends 
are inserted into the European-style terminal, and finally use crimping pliers 
to press tightly.Notice: Check the grid voltage and compare the voltage range (see 

technical data).
Disconnect the circuit board from all power sources to prevent electric 
shock.
The Grid and the EPS(Off-grid) ports of M series inverter have been 
connected, for specific installation details, please refer to the X1-Matebox 
Quick Installation Guide. And the W series needs to be wired according to 
the following steps.

Step 1. Prepare a Grid cable (three-core wire) and an EPS(Off-grid) cable 
(two-core wire), and then find the European terminal and waterproof shield 
in the accessory bag.

Step 2: The Grid and EPS(Off-grid) cables go through the corresponding 
Grid and EPS(Off-grid) ports of the waterproof shield.

 Euro Terminal 6 mm� *2

Waterproof shield

Grid(Triple Core Cable)
8 mm� *3

EPS(Off-grid)(Double Core 
 Cable) 6 mm� *2

Euro Terminal 8 mm� *3

L1

L1
L =55~60 mm

1 L =55~60 mm

1
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